
  
 
 

 
 
 
 
 
 

 
 
 

Contract No. 13/WSD/ 17 
 

Design, Build and Operate First Stage of Tseung Kwan O 
Desalination Plant  

 
Quarterly  EM&A Report No.18 

(Period from 1 June 2024 to 31 August 2024) 
 

Document No. 
ASCL /  200168078 /  QEMA18 /  3 

Publisher  Project Code  Sequential No.  Revision Index 
 

 Certified by: 
Name Toby Wan 

Position Environmental Team Leader 

Signature 

 

Date: 23 October 2024





Contract No. 13/WSD/17   
Design, Build and Operate First Stage of  
Tseung Kwan O Desalination Plant 
Quarterly EM&A Report No.18 

i 
The copyright of this document is owned by Acuity Sustainability Consulting Limited. It may not be reproduced except with prior written approval from the Company. 

Acuity Sustainability Consulting Limited 
 

REVISION HISTORY 

REV. DESCRIPTION OF MODIFICATION DATE 

1. Awaiting for comments 27/09/2024  

2. First Issue for comments 22/10/2024  

3. Second Issue for comments 23/10/2024  

 



Contract No. 13/WSD/17   
Design, Build and Operate First Stage of  
Tseung Kwan O Desalination Plant 
Quarterly EM&A Report No.18 

ii  
The copyright of this document is owned by Acuity Sustainability Consulting Limited. It may not be reproduced except with prior written approval from the Company. 

Acuity Sustainability Consulting Limited 
 

CONTENTS  
 

Executive Summary ................................................................................................................................................................ 1 

 Basic Project Information ........................................................................................................................................... 1 

 Noise .................................................................................................................................................................................... 9 

 Water Quality ................................................................................................................................................................ 13 

 Waste ............................................................................................................................................................................... 20 

 Landfill Gas Monitoring ............................................................................................................................................ 22 

 Summary of Monitoring Exceedance, Complaints, Notification of Summons and Prosecutions 26 

 EM&A Site Inspection ................................................................................................................................................... 1 

 Conclusions and Recommendations ................................................................................................................... 30 

 

Appendix A Master Programme 
  
Appendix B Overview of Desalination Plant in Tseung Kwan O 
  
Appendix C Summary of Implementation Status of Environmental Mitigation 
  
Appendix D Water Quality Monitoring Graphical Presentation 
  
Appendix E Summary of Exceedances 
  
Appendix F Waste Flow Table 
  
Appendix G Complaint Log 
  
Appendix H Event/Action Plan for Water Quality Monitoring  
  
Appendix I Event/Action Plan for Construction Noise Exceedance 
  
Appendix J Event/Action Plan for Coral Monitoring Exceedance 











Contract No. 13/WSD/17   
Design, Build and Operate First Stage of  
Tseung Kwan O Desalination Plant 
Quarterly EM&A Report No.18 

5 
The copyright of this document is owned by Acuity Sustainability Consulting Limited. It may not be reproduced except with prior written approval from the Company. 

Acuity Sustainability Consulting Limited 
 

period on 18 July 2024 and 21 August 2024. There is no AL/LL exceedance during the 
monitoring period.   

A16. Operation phase fishery monitoring for wet season 2024 was carried out on 24 and 31 August 
2024. The detail of the monitoring will be presented once the result is available. 

A17. Total thirteen (13)  times of Weekly site inspections of the construction works were also 
carried out by ET to audit the mitigation measures implementation status. Three (3) times of 
weekly Joint site inspections were carried out by ET and IEC. 

A18. A summary of the EM&A activities in this reporting period is listed in Table I  and summary of 
the environmental exceedance of the reporting period is tabulated in Table II . 
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Table I   Summary Table for EM&A Activities in the Reporting Period  

EM&A Activities  June 2024 July 2024 Aug 2024 

Noise Monitoring N/A N/A N/A 

Pre-operation 
Phase Water 

Quality 
Monitoring  

4, 6, 8, 11, 13, 15, 18, 
20, 22, 25, 27 and 29 

June 2024 
N/A N/A 

Operation Phase 
Water Quality 

Monitoring  
N/A 

2, 4, 6, 8, 10, 13, 16, 18, 
20, 22, 24, 27 and 30 

July 2024 

1, 3, 5, 7, 10, 13, 15, 17, 
19, 21, 24, 27, 29 and 

31 August 2024 
TRC Monitoring 

for 
Main Disinfection 

N/A N/A N/A 

Pre-operation 
Phase Coral 
Monitoring  

17 June 2024 N/A N/A 

Operation Phase 
Coral Monitoring N/A 18 July 2024 21 August 2024 

Pre-operation 
Phase Fishery 

Monitoring  
N/A N/A N/A 

Operation Phase 
Fishery 

Monitoring  
N/A N/A 24 and 31 August 2024 

Landfill Gas 
Monitoring  

(Construction 
Phase) 

1,3,4,5,6,7,8,11,12,13,1
4,15,26,27 and 28 June 

2024 

1, 2, 3, 4, 5, 6, 8, 9, 10, 
11, 12, 13, 15, 16, 17, 
18, 19, 20, 22, 23, 24, 

25, 26, 27, 29,30 and 31 
July 2024 

1,2, 3, 5, 6, 7, 8, 9, 10, 
12,13, 14,15, 16, 18,19, 
20, 21, 22, 23, 24, 26, 
27, 28, 29, 30 and 31 

Aug 2024 
Landfill Gas 
Monitoring  
(Operation 

Phase) 

N/A 16 and 17 July 2024 16 and 17 August 2024 

Environmental 
Site Inspection 

4, 11, 18 and 24 June 
2024 

2, 9, 16, 23 and 29 July 
2024 

6, 13, 20 and 26 August 
2024 

Continuous 
Monitoring of 

Effluent Quality 
N/A From 1 to 31 July 2024 From 1 to 31 August 

2024 
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Table II  Summary Table for Exceedance in the Reporting P eriod  

Environmental 
Monitoring  Parameter  

No. of non-
Project 
related 

exceedance 

Total No. of 
non-Project 

related 
exceedance 

No. of 
Project 
related 

exceedance 

Total No. of 
Project 
related 

exceedance AL LL AL LL 
Noise  Leq (30min) N/A N/A N/A N/A N/A N/A 

Water  

DO  0 0 0 0 0 0 
Turbidity  0 0 0 0 0 0 
SS 36 122 158 0 0 0 
pH 0 0 0 0 0 0 
Salinity 0 0 0 0 0 0 
TRC 0 0 0 0 0 0 

Landfill Gas 
O2 0 0 0 0 0 0 
CH4 0 0 0 0 0 0 
CO2 0 0 0 0 0 0 

Continuous 
Monitoring of 

Effluent Quality 

Temperature 0 0 0 0 0 0 
pH 0 0 0 0 0 0 
Salinity 0 0 0 0 0 0 
Total Residual 
Chlorine  0 0 0 0 0 0 

Suspended 
Solids 0 0 0 0 0 0 

Iron-Soluble 0 0 0 0 0 0 
Total 
Inorganic 
Nitrogen 

0 0 0 0 0 0 

Total 
Phosphorus 0 0 0 0 0 0 

Sodium 
Metabisulphite 0 0 0 0 0 0 

Anti-scalant as 
Reactive 
Phosphorus 

0 0 0 0 0 0 

Coral Monitoring  /  0 0 0 0 0 0 
Fisheries 
Monitoring * /  /  /  /  /  /  /  

*Remark: Operation phase fishery monitoring for wet season 2024 was carried out on 24 and 31 
August 2024. The detail of the monitoring will be presented once the result is available. 
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Parameters  Status 

Operation phase fishery monitoring for wet 
season 2024 was carried out on 24 and 31 August 
2024. 

Ecology (Landscape) 
Operation phase Landscape and 
Visual Site Inspection On-going 

Environmental Audit  

Site Inspection covering Measures 
of Air Quality, Noise Impact, Water 
Quality, Waste, Ecological Quality, 
Fisheries, Landscape and Visual 

On-going 

Other than the EM&A work by ET, environmental briefings, trainings and regular environmental 
management meetings were conducted, in order to enhance environmental awareness and 
closely monitor the environmental performance of the contractors. 

The EM&A programme has been implemented in accordance with the recommendations 
presented in the approved EIA Report and the EM&A Manual. A summary of implementation 
status of the environmental mitigation measures for the construction phase, pre-operation phase 
and operation phase of the Project during the reporting period is provided in Appendix C. 
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The monitoring locations should normally be made at a point 1m from the exterior of the NSRs 
building façade and be at a position 1.2m above the ground. A correction of +3dB(A) should be 
made to the free-field measurements. Three noise monitoring locations for impact monitoring at 
the nearby sensitive receivers are shown in Figure 2.1-2.3. 

 
Figure 2.1 NSR4 Creative Secondary School 

 

Figure 2.2 NSR24 PLK Laws Foundation College 
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2.5. MONITORING RESULTS AND OBSERVATIONS 

Referring to EM&A manual Section 4.1.2, the impact noise monitoring should be carried out when 
there are project-related construction activities undertaken within a radius of 300m from the 
monitoring stations. As no Contract-related construction activities were  undertaken  in the 
reporting period within a radius of 300m from the monitoring stations of the Project site as 
shown in Figure 2.4 , no impact noise monitoring was conducted in the reporting period. 

 

Figure 2.4 Site Layout Plan with Noise Sensitive Receivers and Desalination Plant  
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Anti-scalant mg/L  - 
NOTE 1: Monitoring of Total Residual Chlorine (Disinfection) will be conducted when cleaning and sterilization of the new 

freshwater main is carried out. 

b) Continuous Monitoring of Effluent Quality 

The monitoring requirement for the continuous effluent quality monitoring shall be conducted in 
accordance with the effluent parameters and standards stipulated by the Water Pollution Control 
Ordinance Discharge License (No.: WT00044188-2023) conditions. 

Table 3.2 Parameters measured in the Continuous Monitoring of Effluent Quality  

Parameters  Unit  Abbreviation  
In -situ measurements  
Temperature oC - 
pH pH - 
Salinity 0/00  - 
Total Residual Chlorine  mg/L  TRC 
Laboratory measurements  
Suspended Solids mg/L  SS 
Iron-Soluble mg/L  Fe 
Total Inorganic Nitrogen mg/L  - 
Total Phosphorus mg/L  - 
Sodium Metabisulphite mg/L  SMBS 
Anti-scalant as Reactive Phosphorus * mg/L  PO4 as P- 
*Remark: Anti-scalant water quality testing will only be conducted whenever anti-scalant dosage is adopted. 

In addition to the water quality parameters, other relevant data were measured and recorded in 
Water Quality Monitoring Logs, including the location of the sampling stations, water depth, time, 
weather conditions, sea conditions, tidal stage, current direction and velocity, special phenomena 
and work activities undertaken around the monitoring and works area that may influence the 
monitoring results.  

3.2. MONITORING LOCATIONS 

a) Pre-Operation and Operation phase Marine Water Quality Monitoring 

The impact water quality monitoring locations are detailed in Table 3.3 and shown in Figure 3.1  
below. 

Table 3.3 Location of Impact  Water Quality Monitoring Station  

Station  Easting Northing  Description  

CE 843550 815243 Upstream control station at ebb tide 
CF 846843 810193 Upstream control station at flood tide 

WSR1 846864 812014 Ecological sensitive receiver at Tung Lung Chau 
WSR2 847645 812993 Fisheries sensitive receiver at Tung Lung Chau 
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WSR3 848023 813262 Ecological sensitive receiver at Tung Lung Chau 
WSR4 847886 814154 Ecological sensitive receiver at Tai Miu Wan 
WSR16 845039 815287 Ecological sensitive receiver at Fat Tong Chau 
WSR33 847159 814488 Ecological sensitive receiver at Tai Miu Wan 
WSR36 846878 814081 Ecological sensitive receiver at Kwun Tsai 
WSR37 846655 813810 Ecological sensitive receiver at Tit Cham Chau 

NF1 846542 813614 Edge of mixing zone, ~ 200m west of outfall diffuser 
NF2 846942 813614 Edge of mixing zone, ~ 200m east of outfall diffuser 
NF3 846742 813414 Edge of mixing zone, ~ 200m south of outfall diffuser 

 
 

 
Figure 3.1 Impact Water Quality Monitoring Locations under EM&A Manual  

 

b) Continuous Monitoring of Effluent Quality 

In accordance with  the discharge license, the Continuous Monitoring shall be sampling at Brine 
Outfall Shaft. 
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Figure 3.2 Continuous Monitoring locations  

 
3.3. MONITORING EQUIPMENT, METHODOLOGY AND QA/QC PROCEDURES  
The monitoring methodology, equipment used, and QA/QC procedures could be referred to 
Section 3.1.2 -3.1.4, 3.1.6-3.1.7 and 3.2 of the Monthly EM&A Report.  

3.4. ACTION AND LIMIT LEVELS 
The Action and Limit Levels have been set based on the derivation criteria specified in the EM&A 
Manual. The Action/Limit Levels have been derived and are presented in Table 3.4 and Table 3.5. 

a) Pre-Operation and Operation phase Marine Water Quality Monitoring 

Table 3.4 Derived Action and Limit Levels for Water Quality  

Parameters  Action  Limit  

Operation Phase  Monitoring  

DO in mg/L Surface and Middle 

7.30 mg L-1  

Bottom 

7.31 mg L-1 

Tung Lung Chau Fish Culture Zone 

5.1 mgL-1 or level at control station 

(Whichever the lower) 

Surface and Middle 

4 mg L-1 

Bottom 

2 mg L-1 

Tung Lung Chau Fish Culture Zone 

5.0 mgL-1 or level at control station 

(Whichever the lower) 
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Parameters  Action  Limit  

Operation Phase  Monitoring  

SS in mg/L 

(Depth-

averaged) 

5.00 mg L-1 or 20% exceedance of value 

at any impact station compared with 

corresponding data from control station 

6.00 mg L-1 or 30% exceedance of value 

at any impact station compared with 

corresponding data from control station 

Turbidity in NTU 

(Depth-

averaged) 

2.41 NTU or 20% exceedance of value at 

any impact station compared with 

corresponding data from control station 

2.84 NTU or 30% exceedance of value at 

any impact station compared with 

corresponding data from control station 

Salinity in PSU 

(Depth-

averaged) 

34.28 PSU or 9% exceedance of value at 

any impact station compared with 

corresponding data from control station 

34.60 PSU or 10% exceedance of value 

at any impact station compared with 

corresponding data from control station 

Iron in mg/L 

(Depth-

averaged) 

0.3 mg/L  0.3 mg/L  

Total residual 

chlorine in mg/L  

0.01 mg/L 0.01 mg/L 

Total residual 

chlorine in mg/L 

(Disinfection) 

0.1 mg/L 0.1 mg/L 

Notes:    
i. "Depth-averaged" is calculated by taking the arithmetic means of reading of all three depths. 

ii. For DO, non-compliance of the water quality limits occurs when monitoring result is lower than the limits. 
iii.  For Turbidity, SS, iron and Salinity, non-compliance of the water quality limits occurs when monitoring result 

is higher than the limits. 
 

b) Continuous Monitoring of Effluent Quality 

Table 3.5 Derived Limit Levels for Water Quality  
Parameters  Limit  

Continuous Monitoring of Effluent Quality  

Flow Rate in m3/day  216841 

Temperature in °C Maximum 40 

Salinity 71347 

SS in mg/L  13 

pH 6-9 

Iron in mg/L  0.6 

Total residual chlorine in mg/L  0.1 

Total Inorganic Nitrogen in mg/L 2 

Total Phosphorous in mg/L 1 
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Parameters  Limit  

Continuous Monitoring of Effluent Quality  

Sodium Metabisulphite in mg/L 0.5 

Anti scalant in mg/L* 2.2 

*Remark:  
1. Anti-scalant water quality testing will only be conducted whenever anti-scalant dosage is adopted. 

3.5. MONITORING RESULTS AND OBSERVATIONS 
Construction Phase 
Referring to EM&A Manual, the general water quality monitoring should be carried out when 
there are marine-related construction activities undertaken. General water quality monitoring at 
the ten monitoring stations (CE, CF, WSR1, WSR2, WSR3, WSR4, WSR16, WSR33, WSR36 and 
WSR37) was ceased from 1 September 2023 due to the completion of marine-related 
construction works. 

Pre-Operation and Operation Phase 
Considering the Operation phase of Tseung Kwan O Desalination Plant was started in the 
reporting period, marine water quality monitoring was conducted at the thirteen monitoring 
stations (CE, CF, WSR1, WSR2, WSR3, WSR4, WSR16, WSR33, WSR36, WSR37, NF1, NF2 and NF3). 
The Action and Limit Level would be referred to the approved EM&A Manual Table 5.4 First-year 
Operation Phase Marine Water Monitoring. 

The pre-operation phase marine water quality monitoring was conducted on 4, 6, 8, 11, 13, 15, 
18, 20, 22, 25, 27 and 29 June 2024. The operation phase marine water quality monitoring was 
conducted on 2, 4, 6, 8, 10, 13, 16, 18, 20, 22, 24, 27 and 30 July 2024 and 1, 3, 5, 7, 10, 13, 15, 17, 
19, 21, 24, 27, 29 and 31 August 2024. The result of the reporting quarterly is presented in Table 
3.6. 

Six (6) of the pre-operation phase marine water quality monitoring results of SS obtained had 
exceeded the Action Level. Twenty-three (23) of the pre-operation phase water quality 
monitoring results of SS obtained during the reporting period had exceeded the Limit Level.  

Thirty  (30) of the operation phase marine water quality monitoring results of SS obtained had 
exceeded the Action Level. Ninety-nine (99) of the operation phase water quality monitoring 
results of SS obtained during the reporting period had exceeded the Limit Level.  

Investigation on the reason of exceedance has been carried out, where the exceedances of SS were 
concluded to be unrelated to the Contract as detailed in the Incident Reports on Action Level or 
Limit Level. Summary of the exceedance is presented in Appendix E. 

Continuous Monitoring of Effluent Quality 
Continuous Monitoring of Effluent Quality was conducted sampling point in the reporting period. 
No exceedance of the sampling was obtained during the reporting period had exceeded the Limit 
Level. The detailed results are summarized in Table 3.7.
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Table 3.6 Summary of Pre-Operation and  Operation Phase Impact Water Quality Monitoring Results  
 

Location  

Parameter  

Salinity (ppt)  

Dissolved Oxygen (mg/L)  

pH Turbidity (NTU)  
Suspended Solids 

(mg/L)  
Temp. (oC) TRC (mg/L)  Iron (mg/L)  

Surface & Middle  Bottom  

Jun
e 

July Aug Jun
e 

Jul
y 

Au
g 

Jun
e 

Jul
y 

Au
g 

Jun
e 

Jul
y 

Au
g 

Jun
e 

Jul
y 

Au
g 

June July Aug June July Aug June July Aug Jun
e 

Jul
y 

Au
g 

CE 
Avg. 32.6

3 
31.9

7 
32.2

5 
8.78 8.46 8.59 8.77 8.47 8.58 8.19 8.14 8.22 2.30 2.43 2.46 3.81 4.22 4.43 26.4

1 
27.1

3 
28.5

2 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.8
3 

31.0
6 

30.9
0 

7.82 7.86 7.93 7.82 7.81 7.92 7.96 7.99 8.02 1.92 1.64 2.10 3.00 2.50 2.50 25.9
7 

26.5
3 

27.2
4 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.3

5 
32.9

5 
33.4

0 
9.51 9.09 9.45 9.48 9.10 9.45 8.37 8.33 8.37 2.72 2.92 2.76 7.00 9.00 15.0

0 
27.1

4 
27.6

2 
29.7

5 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

CF 
Avg. 32.4

5 
31.8

6 
32.0

5 
8.62 8.27 8.78 8.63 8.28 8.78 8.20 8.12 8.21 2.32 2.44 2.32 3.66 4.77 4.42 26.4

4 
27.1

5 
28.5

1 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.7
2 

30.3
4 

31.3
9 

8.12 7.75 8.05 8.12 7.72 8.05 8.02 7.94 8.03 1.84 2.12 1.93 2.50 2.50 2.50 25.8
7 

26.6
2 

26.9
4 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.2

0 
32.5

0 
32.9

0 
9.19 9.13 9.28 9.15 9.18 9.29 8.35 8.36 8.36 2.59 2.92 2.85 10.0

0 
10.0

0 
15.0

0 
26.9

3 
27.5

5 
29.7

1 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR1 
Avg. 32.6

8 
31.6

3 
32.3

4 
8.64 8.40 8.69 8.64 8.39 8.70 8.24 8.15 8.19 1.89 1.79 1.68 4.29 4.72 4.49 26.4

5 
27.1

8 
28.5

6 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.3
6 

30.5
5 

31.2
4 

8.07 7.76 8.06 8.08 7.73 8.16 8.11 8.00 8.08 1.38 1.42 1.14 3.00 2.50 2.50 25.8
2 

26.6
7 

27.1
6 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.6

0 
33.0

5 
33.8

3 
9.30 9.01 9.30 9.32 9.00 9.26 8.39 8.41 8.36 2.17 2.17 2.20 7.00 11.0

0 
14.0

0 
27.0

2 
27.6

1 
29.6

8 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR2 
Avg. 32.7

9 
32.0

8 
32.3

8 
8.69 8.41 8.70 8.69 8.39 8.70 8.24 8.17 8.26 1.91 1.62 1.75 3.22 4.31 4.86 26.4

3 
27.2

2 
28.6

2 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.7
0 

31.0
6 

31.5
8 

8.06 7.71 8.16 8.00 7.63 8.12 8.03 7.96 8.08 1.34 1.30 1.45 3.00 2.50 2.50 26.0
1 

26.7
8 

27.2
0 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.7

4 
33.4

1 
34.1

2 
9.29 8.95 9.29 9.33 8.93 9.27 8.47 8.35 8.38 2.23 2.13 2.09 4.00 11.0

0 
19.0

0 
27.1

4 
27.5

1 
29.8

7 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR3 
Avg. 32.6

1 
31.9

5 
32.2

5 
8.50 8.42 8.78 8.50 8.42 8.79 8.23 8.18 8.24 1.72 1.66 1.71 3.35 4.52 5.46 26.4

8 
27.0

7 
28.5

0 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.4
4 

31.0
8 

31.4
1 

8.08 7.94 8.08 8.09 7.93 8.04 8.06 8.02 8.11 1.28 1.30 1.25 3.00 2.50 2.50 25.9
0 

26.6
7 

27.3
2 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.5

8 
32.6

5 
34.0

3 
9.06 8.92 9.34 9.09 8.88 9.36 8.37 8.39 8.35 2.14 2.12 2.12 4.00 9.00 18.0

0 
26.8

9 
27.4

8 
29.5

3 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR4 
Avg. 32.6

3 
31.8

8 
32.1

7 
8.77 8.43 8.72 8.79 8.44 8.72 8.26 8.13 8.20 1.78 1.75 1.73 5.95 4.40 5.89 26.3

5 
27.1

4 
28.5

5 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.4
7 

30.6
8 

31.2
2 

7.98 7.76 8.05 7.97 7.84 8.07 8.01 7.98 8.10 1.33 1.37 1.22 3.00 2.50 2.50 25.7
7 

26.6
1 

27.3
4 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.2

7 
32.9

9 
33.2

0 
9.61 8.98 9.42 9.66 8.98 9.50 8.41 8.31 8.41 2.23 2.16 2.15 9.00 10.0

0 
19.0

0 
26.9

5 
27.4

2 
29.5

9 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR16 
Avg. 32.7

6 
31.6

7 
32.1

2 
8.63 8.37 8.73 8.62 8.37 8.72 8.23 8.21 8.24 1.76 1.72 1.67 4.97 4.74 5.64 26.4

4 
27.1

8 
28.5

7 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 32.1
0 

30.3
0 

31.0
3 

8.03 7.75 7.93 7.99 7.74 8.10 7.97 8.03 8.12 1.45 1.30 1.19 3.00 2.50 2.50 25.7
7 

26.6
4 

27.4
3 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.3

4 
32.9

3 
33.1

2 
9.26 9.06 9.42 9.18 9.05 9.40 8.43 8.39 8.35 2.23 2.15 1.91 9.00 11.0

0 
19.0

0 
27.0

0 
27.5

1 
29.5

4 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR33 
Avg. 32.6

5 
31.7

9 
32.0

7 
8.62 8.49 8.56 8.62 8.48 8.54 8.19 8.21 8.26 1.72 1.76 1.76 4.04 4.91 5.80 26.4

2 
27.1

6 
28.5

0 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.9
6 

30.3
1 

30.9
6 

7.98 7.76 7.94 7.97 7.86 7.96 8.06 7.94 8.04 1.31 1.34 1.28 3.00 2.50 2.50 25.8
7 

26.6
0 

27.0
5 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.2

9 
32.7

2 
33.1

5 
9.14 9.24 9.53 9.17 9.19 9.44 8.33 8.35 8.41 2.08 2.19 2.11 6.00 11.0

0 
18.0

0 
27.1

3 
27.5

0 
29.6

5 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR36 
Avg. 32.6

5 
31.9

2 
32.2

9 
8.72 8.41 8.61 8.72 8.40 8.63 8.19 8.16 8.24 1.63 1.73 1.82 3.69 4.82 5.61 26.4

2 
27.1

3 
28.5

3 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.7
6 

30.6
0 

31.3
6 

7.91 7.63 7.93 7.93 7.63 8.00 8.03 7.94 8.09 1.23 1.28 1.27 3.00 2.50 2.50 25.8
2 

26.4
4 

27.0
8 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.8

3 
33.0

3 
33.4

1 
9.39 8.92 9.18 9.44 8.91 9.21 8.36 8.44 8.37 2.01 2.13 2.19 6.00 11.0

0 
23.0

0 
27.1

5 
27.5

4 
29.6

4 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

WSR37 
Avg. 32.7

5 
31.9

1 
32.3

1 
8.86 8.44 8.68 8.84 8.46 8.68 8.23 8.17 8.22 1.77 1.79 1.77 4.50 4.54 5.85 26.4

1 
27.1

7 
28.5

6 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.7
2 

30.5
6 

31.5
2 

8.21 7.76 7.98 8.04 7.73 7.93 8.08 8.01 8.11 1.45 1.43 1.35 3.00 2.50 2.50 25.8
2 

26.6
8 

27.2
7 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.6

1 
33.0

9 
33.1

7 
9.46 8.87 9.21 9.44 8.87 9.29 8.42 8.32 8.35 2.20 2.11 2.15 6.00 10.0

0 
24.0

0 
26.9

4 
27.7

2 
29.8

6 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 
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Location  

Parameter  

Salinity (ppt)  

Dissolved Oxygen (mg/L)  

pH Turbidity (NTU)  
Suspended Solids 

(mg/L)  
Temp. (oC) TRC (mg/L)  Iron (mg/L)  

Surface & Middle  Bottom  

Jun
e 

July Aug Jun
e 

Jul
y 

Au
g 

Jun
e 

Jul
y 

Au
g 

Jun
e 

Jul
y 

Au
g 

Jun
e 

Jul
y 

Au
g 

June July Aug June July Aug June July Aug Jun
e 

Jul
y 

Au
g 

NF1 
Avg. 32.8

3 
31.8

8 
32.2

8 
8.60 8.32 8.64 8.60 8.33 8.63 8.23 8.18 8.20 1.77 1.85 1.64 5.00 5.32 5.14 26.3

9 
27.1

7 
28.5

0 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.9
5 

31.0
4 

31.0
5 

8.10 7.70 7.87 8.07 7.69 7.88 8.07 8.05 8.05 1.25 1.41 1.20 2.50 2.50 2.50 25.9
1 

26.4
3 

27.1
9 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.5

8 
32.8

3 
33.4

2 
9.25 8.75 9.32 9.27 8.74 9.30 8.40 8.34 8.36 2.30 2.55 2.23 8.00 11.0

0 
23.0

0 
27.1

5 
27.5

3 
29.7

3 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

NF2 
Avg. 32.6

7 
31.9

2 
32.1

0 
8.68 8.32 8.56 8.69 8.34 8.57 8.26 8.17 8.24 1.79 1.81 1.73 3.20 4.89 6.24 26.4

4 
27.1

5 
28.5

8 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.7
6 

30.9
4 

31.3
4 

7.83 7.71 7.89 7.85 7.69 7.74 8.04 8.01 8.05 1.33 1.39 1.29 3.00 2.50 2.50 25.7
9 

26.6
3 

27.1
6 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.7

1 
32.6

5 
32.8

0 
9.64 8.90 9.05 9.64 8.98 9.04 8.43 8.35 8.39 2.14 2.14 2.12 5.00 11.0

0 
26.0

0 
27.0

2 
27.7

1 
29.7

1 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

NF3 
Avg. 32.8

9 
31.7

9 
32.1

7 
8.73 8.58 8.76 8.72 8.56 8.75 8.22 8.20 8.26 1.71 1.82 1.70 6.02 5.08 5.71 26.3

8 
27.1

8 
28.4

9 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

Min. 31.8
6 

30.8
6 

31.4
5 

8.22 7.74 8.18 8.31 7.73 8.25 8.04 7.97 8.05 1.25 1.51 1.24 3.00 2.50 2.50 25.9
1 

26.7
9 

27.1
4 

<0.0
1 

<0.0
1 

<0.0
1 

<0.1 <0.1 <0.1 
Max.

. 
33.9

7 
32.6

4 
33.6

3 
9.48 9.47 9.30 9.45 9.47 9.31 8.36 8.37 8.40 2.50 2.20 2.07 9.00 11.0

0 
25.0

0 
26.7

9 
27.5

6 
29.8

3 
<0.0

1 
<0.0

1 
<0.0

1 
<0.1 <0.1 <0.1 

 

Table 3.7 Summary of Continuous Effluent Monitoring Results   

 
 Salinity (ppt)  pH Temp (°C) 

Total Residual 
Chlorine  
(mg/L)  

Suspended Solids 
(mg/L)  

Total Inorganic 
Nitrogen  
(mg/L)  

Total 
Phosphorus 

(mg/L)  

*Sodium 
Metabisulphite  

(mg/L)  

Iron  
(mg/L)  

July-2024  

Avg. 51.28 7.60 25.80 <0.05 2 0.225862 0.01 <2 <0.1 

Min. 39.61 7.61 24.00 <0.05 <2 0.08 <0.01 <2 <0.1 

Max. 65.32 7.61 26.90 <0.05 2 0.49 0.02 <2 <0.1 

August-2024  

Avg. 53.61 7.69 29.74 <0.05 2 0.23 0.01 <2 <0.1 

Min. 50.02 7.27 27.73 <0.05 <2 0.08 <0.01 <2 <0.1 

Max. 57.14 7.92 30.99 <0.05 2 0.49 0.02 <2 <0.1 

* Remark: As confirmed by various laboratories in Hong Kong, the lowest detection limit for Sodium Metabisulphite is <2 mg/L. Due to the limitation of the laboratory, the lowest result for Sodium Metabisulphite will only be 
shown as < 2 mg/L. 
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 WASTE 

The waste generated from this Project includes inert construction and demolition (C&D) materials, and non-inert C&D materials. Non-inert C&D 
materials are made up of general refuse, vegetative wastes, and recyclable wastes such as plastics and paper/cardboard packaging waste. Steel 
materials generated from the project are also grouped into non-inert C&D materials as the materials were not disposed of with other inert C&D 
materials. With reference to relevant handling records and trip tickets of this Project, the quantities of different types of waste generated in the 
reporting period are summarized in Table 4.1. Details of cumulative waste management data are presented as a waste flow table in Appendix F. 

Table 4.1 Quantities of Waste Generated from the Project during reporting period  

Reporting Month s 

Actual Quantities of Inert C&D Materials Generated Monthly  Actual Quantities of C&D Wastes Generated Monthly  

Total 
Quantity 

Generated 

Hard Rock 
and Large 
Broken 

Concrete  

Reused in 
the 

Contract 

Reused in 
other 

Projects 

Disposed as 
Public Fill 

Imported 
Fill Metals 

Paper / 
cardboard 
packaging 

Plastics (1) Chemical 
Waste 

Others, e.g. 
general 
refuse 

(in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) (in ,000kg) 

Jun 2024 61.590 0.000 0.000 0.000 61.590 0.000 0.000 0.000 0.002 0.000 59.320 

Jul 2024 60378.440 0.000 0.000 0.000 60378.440 0.000 0.000 0.000 0.000 0.000 66.800 

Aug 2024 163.330 0.000 0.000 0.000 163.330 0.000 0.000 0.000 0.000 2.460 42.260 

Notes:  (1) Plastics refer to plastic bottles / containers, plastic sheets / foam from packaging material 
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Figure 5.2 Landfill Gas Monitoring Location for Building  
 

 

Figure 5.3 Landfill Gas Monitoring Location for  Manholes/Pits  
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 SUMMARY OF EXCEEDANCE, COMPLAINT, NOTIFICATION OF SUMMONS AND 

PROSECUTIONS 

The Environmental Complaint Handling Procedure is shown in below Figure 6.1: 

 

Figure 6.1 Environmental Complaint Handling Procedures  
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No environmental complaint was received in the reporting period. No notification of summons 
and prosecution was received in the reporting period.  

Statistics on complaints and regulatory compliance are summarized in Appendix G. 



Contract No. 13/WSD/17   
Design, Build and Operate First Stage of  
Tseung Kwan O Desalination Plant 
Quarterly EM&A Report No.18 

29 
The copyright of this document is owned by Acuity Sustainability Consulting Limited. It may not be reproduced except with prior written approval from the Company. 

Acuity Sustainability Consulting Limited 
 

 EM&A SITE INSPECTION 

Site inspections were carried out on a weekly basis to monitor the implementation of proper 
environmental pollution control and mitigation measures under the Contract. 

No trespass by the Contractor outside the works area of the Project and Clear Water Bay Country 
Park, and no damage to the vegetation and rocky shore outside the Project area was observed in 
the reporting period.  All plants were observed to be in satisfactory condition in the reporting 
period. 

ET weekly site inspections were carried out by ET on 4, 11, 18 and 24 June 2024, 2, 9, 16, 23 and 
29 July 2024 and 6, 13, 20 and 26 August 2024. 

Joint site inspections were also carried out by ET and IEC on 24 June 2024, 29 July 2024 and 26 
August 2024. 

According to the EIA Study Report, Environmental Permit, contract documents and EM&A Manual, 
the mitigation measures detailed in the documents should be implemented as much as practical 
during the reporting period. An updated Implementation Status of Environmental Mitigation 
Measures (EMIS) is provided in Appendix C. 
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monitoring results when compared with the baseline ecological monitoring results. There is no 
AL/LL exceedance during the monitoring period.   

Operation phase fishery monitoring for wet season 2024 was carried out on 24 and 31 August 
2024. The detail of the monitoring will be presented once the result is available.  

Weekly environmental site inspection was conducted during the reporting period. Minor 
deficiency was observed during site inspection and was rectified. The environmental 
performance of the project was therefore considered satisfactory. 

According to the environmental site inspections performed in the reporting period, the 
Contractor is reminded to pay attention on maintaining proper materials storage. 

Two (2) environmental complaints were received of Contract since commencement of the 
Contract. No notification of summons or prosecution was received of the Contract since 
commencement of the Contract quarter. 

The ET will keep track on the construction works to confirm compliance of environmental 
requirements and the proper implementation of all necessary mitigation measures. 
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Master Programme 

 
  





Activity ID Activity Name Baseline
Duration

Baseline Start Baseline Finish Remaining
Duration

Actual / Planned 
Start

Actual / Planned 
Finish

Actual %
Complete

Variance
Finish Date

Total
Float

132kV Subs132kV Substation132kV Substation132kV Substation132kV Substation132kV Substation132kV Substation132kV Substation132kV Substation132kV Substation132kV Substation
ES0001460 Excavation and Formation Works for 132kV Substation 15 16-Mar-20 30-Mar-20 0 19-Feb-20 A 23-Apr-20 A 100% -24

ES0001470 Construction of 132kV Substation 233 31-Mar-20 18-Nov-20 0 27-Apr-20 A 30-Dec-20 A 100% -42

ES0001480 Architectural Finishes for 132kV Substation 126 11-Sep-20 14-Jan-21 0 23-Nov-20 A 22-Mar-21 A 100% -67

ES0002240 M&E Installation of 132kV Substation 93 20-Nov-20 20-Feb-21 0 01-Dec-20 A 22-Mar-21 A 100% -30

Combine SCombine ShaftCombine ShaftCombine ShaftCombine ShaftCombine ShaftCombine ShaftCombine ShaftCombine ShaftCombine ShaftCombine Shaft
ES0001060 Construction of Combine Shaft 257 27-Mar-20 08-Dec-20 0 02-May-20 A 30-Jun-21 A 100% -204

ES0002120 M&E Installation at Combine Shaft 160 03-Jan-22 11-Jun-22 0 11-Oct-22 A 06-May-23 A 100% -328

IntakeIntakeIntakeIntakeIntakeIntakeIntakeIntakeIntakeIntakeIntake
ES0001070 DN2500 Pipe Jacking for Intake Pipeline 163 09-Dec-20 20-May-21 0 02-Jul-21 A 28-Mar-22 A 100% -312

ES0001080 Receiving Pit and Marine Intake Structure 416 11-Nov-20 31-Dec-21 0 22-Mar-21 A 30-Dec-22 A 100% -364

ES0001110 Construction of Intake Land Structure (Combined Shaft) 193 21-May-21 29-Nov-21 0 17-Feb-22 A 10-Oct-22 A 100% -315

ES0001120 Architectural Finishes for Intake Land Structure 32 30-Nov-21 31-Dec-21 0 24-Oct-22 A 08-Dec-22 A 100% -342

OutFallOutFallOutFallOutFallOutFallOutFallOutFallOutFallOutFallOutFallOutFall
ES0001090 DN1650 Pipe Jacking for Outfall Pipeline 140 29-Dec-20 17-May-21 0 01-Sep-21 A 24-Mar-22 A 100% -311

ES0001100 Receiving Pit, Outfall and Diffuser Pipeline 343 18-Dec-20 25-Nov-21 0 08-Apr-21 A 25-Apr-23 A 100% -516

ActiDAFFActiDAFFActiDAFFActiDAFFActiDAFFActiDAFFActiDAFFActiDAFFActiDAFFActiDAFFActiDAFF
ES0001140 Excavation for ActiDAFF 97 02-May-20 06-Aug-20 0 22-Apr-20 A 15-Aug-20 A 100% -9

ES0001150 Construction of ActiDAFF Structure 393 11-Sep-20 08-Oct-21 0 10-Aug-20 A 03-Aug-22 A 100% -299

ES0001160 Architectural Finishes for ActiDAFF 183 07-Jul-21 05-Jan-22 0 28-Apr-22 A 10-Oct-22 A 100% -278

ES0002130 M&E Installation at ActiDAFF 257 28-Sep-21 11-Jun-22 0 22-Jan-22 A 20-May-24 A 100% -708

ES0002140 M&E Installation of Filter Water Tank and Pumping Station 137 29-Nov-21 14-Apr-22 0 01-Jul-22 A 24-Aug-23 A 100% -496

Reverse OsReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis BuildingReverse Osmosis Building
ES0001170 Excavation at RO Building 270 24-Jun-20 20-Mar-21 0 18-Jun-20 A 10-Oct-20 A 100% 161

ES0001180 Construction of RO Building 321 16-Nov-20 02-Oct-21 0 25-Aug-20 A 11-Dec-21 A 100% -70

ES0001190 Architectural Finishes for RO Building 106 09-Aug-21 22-Nov-21 0 20-Sep-21 A 21-Oct-22 A 100% -333

ES0002150 M&E Installation of RO Building 315 23-Nov-21 03-Oct-22 0 24-Nov-21 A 05-Dec-23 A 100% -428

Product WaProduct Water Storage TankProduct Water Storage TankProduct Water Storage TankProduct Water Storage TankProduct Water Storage TankProduct Water Storage TankProduct Water Storage TankProduct Water Storage TankProduct Water Storage TankProduct Water Storage Tank
ES0001240 Excavation and Soil Nail System for Product Water Storage Tank 106 10-Aug-20 23-Nov-20 0 24-Jun-20 A 01-Dec-20 A 100% -8

ES0001250 Construction of Product Water Storage Tank 276 24-Nov-20 26-Aug-21 0 21-Oct-20 A 18-Dec-21 A 100% -114

ES0001260 Architectural Finishes for Product Water Storage Tank 70 27-Aug-21 04-Nov-21 0 16-May-22 A 07-Jun-22 A 100% -215

ES0002210 M&E Installation of Product Water Tank 78 12-Jan-22 30-Mar-22 0 31-Jul-21 A 04-Apr-24 A 100% -736

Product WaProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping StationProduct Water Pumping Station
ES0001270 Excavation for Product Water Pump Station 47 22-Oct-20 07-Dec-20 0 08-Mar-21 A 07-Apr-21 A 100% -121

ES0001280 Construction of Product Water Pump Station 270 22-Jan-21 18-Oct-21 0 17-Apr-21 A 18-Dec-21 A 100% -61

ES0001290 Architectural Finishes for Product Water Pumping Station 106 25-Sep-21 08-Jan-22 0 10-Feb-22 A 16-Jul-22 A 100% -189

ES0002215 M&E Installation of Product Water Pump Station 78 12-Jan-22 30-Mar-22 0 20-Jun-22 A 14-Dec-23 A 100% -624

Chemical BChemical BuildingChemical BuildingChemical BuildingChemical BuildingChemical BuildingChemical BuildingChemical BuildingChemical BuildingChemical BuildingChemical Building
ES0001300 Excavation for Chemical Building 42 12-Aug-20 22-Sep-20 0 17-Jun-21 A 17-Jul-21 A 100% -298

ES0001310 Construction of Chemical Building 255 23-Sep-20 04-Jun-21 0 17-Jul-21 A 09-Jun-22 A 100% -370

ES0001320 Architectural Finishes for Chemical Building 73 05-Jun-21 16-Aug-21 0 09-Jun-22 A 30-Nov-22 A 100% -470

ES0002220 M&E Installation of Chemical Building 264 02-Sep-21 23-May-22 0 15-Aug-22 A 10-Aug-23 A 100% -443

AdministratAdministration BuildingAdministration BuildingAdministration BuildingAdministration BuildingAdministration BuildingAdministration BuildingAdministration BuildingAdministration BuildingAdministration BuildingAdministration Building

N D J F M A M J J A S O N D J F M A M J J A S O N D J F M A M J J A S O N D J F M A M J J A S O N D J F M A M J J A S O N D

2020 2021 2022 2023 2024
13/WSD/17 Design, Build and Operate Stage 1 of Tesung Kwan O Desalination Plant 31 Jul 24

Summary Bar

Actual Level of Effort

Target Bar

Actual Work

Early Bar

Critical Bar

Target Milestone

Milestone
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Activity ID Activity Name Baseline
Duration

Baseline Start Baseline Finish Remaining
Duration

Actual / Planned 
Start

Actual / Planned 
Finish

Actual %
Complete

Variance
Finish Date

Total
Float

ES0001330 Piling Works for Administration Building 110 19-Oct-20 05-Feb-21 0 03-Oct-20 A 16-Jan-21 A 100% 20

ES0001340 Excavation for Administration Building 31 06-Feb-21 08-Mar-21 0 28-Dec-20 A 15-Mar-21 A 100% -7

ES0001350 Construction of Administration Building 339 09-Mar-21 10-Feb-22 0 28-Jan-21 A 29-Aug-22 A 100% -200

ES0001360 Architectural Finishes for Administration Building 204 26-Aug-21 17-Mar-22 0 19-Apr-22 A 22-May-23 A 100% -431

ES0002230 M&E Installation of Admin Building 184 16-Nov-21 18-May-22 0 15-Jul-22 A 18-Feb-23 A 100% -276

Building SeBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift InstallationBuilding Services & Lift Installation
ES0002270 Lift Installation 147 18-Mar-22 11-Aug-22 0 02-Feb-23 A 28-Jun-24 A 100% -686

ES0002280 Building Services Installation 676 27-Nov-20 03-Oct-22 12 01-Dec-20 A 12-Aug-24 85% -679 -194

OSCG BuildOSCG BuildingOSCG BuildingOSCG BuildingOSCG BuildingOSCG BuildingOSCG BuildingOSCG BuildingOSCG BuildingOSCG BuildingOSCG Building
ES0001400 Excavation for On-site Chlorine Generation Building 25 11-Dec-20 04-Jan-21 0 01-Apr-21 A 09-Apr-22 A 100% -460

ES0001410 Construction of On-site Chlorine Generation Building 291 05-Jan-21 22-Oct-21 0 05-Jul-21 A 15-Jun-22 A 100% -236

ES0001420 Architectural Finishes for On-site Chlorine Generation Building 59 23-Oct-21 20-Dec-21 0 16-Jun-22 A 28-Sep-22 A 100% -282

ES0002200 BS Installation of On-site Chlorine Generation Building (DG inspection) 162 21-Dec-21 31-May-22 12 11-Oct-22 A 12-Aug-24 90% -804 -194

Post TreatmPost Treatment BuildingPost Treatment BuildingPost Treatment BuildingPost Treatment BuildingPost Treatment BuildingPost Treatment BuildingPost Treatment BuildingPost Treatment BuildingPost Treatment BuildingPost Treatment Building
ES0001210 Excavation and ELS for Post Treatment Building 126 19-Dec-20 23-Apr-21 0 03-Dec-20 A 01-Sep-21 A 100% -131

ES0001220 Construction of Post Treatment Building 209 14-Apr-21 08-Nov-21 0 17-Dec-20 A 19-May-22 A 100% -192

ES0001230 Architectural Finishes for Post Treatment Building 59 11-Oct-21 08-Dec-21 0 22-Jul-22 A 16-Sep-22 A 100% -282

ES0002180 M&E Installation of Post Treatment Building 199 09-Dec-21 25-Jun-22 0 14-Jul-22 A 04-Apr-24 A 100% -649

Sludge ThicSludge ThickenerSludge ThickenerSludge ThickenerSludge ThickenerSludge ThickenerSludge ThickenerSludge ThickenerSludge ThickenerSludge ThickenerSludge Thickener
ES0001680 Excavation for Sludge Thickener 73 19-Apr-21 30-Jun-21 0 02-Oct-21 A 16-Oct-21 A 100% -108

ES0001690 Construction of Sludge Thickener 121 02-Jul-21 30-Oct-21 0 08-Oct-21 A 26-Jul-22 A 100% -269

ES0001700 Architectural Finishes for Sludge Thickener 44 01-Nov-21 14-Dec-21 0 29-Jul-22 A 31-Jan-24 A 100% -778

ES0002190 M&E Installation of Sludge Thickener 141 15-Dec-21 04-May-22 0 06-Feb-23 A 28-Mar-24 A 100% -693

WorkshopWorkshopWorkshopWorkshopWorkshopWorkshopWorkshopWorkshopWorkshopWorkshopWorkshop
ES0001560 Excavation for Workshop 7 21-May-21 27-May-21 0 06-Nov-23 A 07-Nov-23 A 100% -894

ES0001570 Construction of Workshop 179 28-May-21 22-Nov-21 0 08-Nov-23 A 15-Mar-24 A 100% -844

ES0001580 Architectural Finishes for Workshop 81 17-Nov-21 05-Feb-22 0 16-Mar-24 A 26-Jun-24 A 100% -872

Inspection Inspection CorridorInspection CorridorInspection CorridorInspection CorridorInspection CorridorInspection CorridorInspection CorridorInspection CorridorInspection CorridorInspection Corridor
ES0001590 Piling for Inspection Corridor (Elevated Walkway) 60 09-Jan-21 09-Mar-21 0 15-Dec-20 A 19-Jan-21 A 100% 49

ES0001600 Excavation for Inspection Corridor 121 14-Apr-21 12-Aug-21 0 26-Mar-21 A 28-May-22 A 100% -289

ES0001610 Construction of Inspection Corridor 299 06-May-21 28-Feb-22 0 12-Apr-21 A 16-Nov-23 A 100% -626

ES0001620 Architectural Finishes for Inspection Corridor 99 08-Feb-22 17-May-22 0 03-Oct-23 A 29-Jun-24 A 100% -774

ES0001625 Building Services for Inspection Corridor 0 0 03-Jan-23 A 01-Feb-24 A 100%

Main ElectrMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant BuildingMain Electrical and Central Chiller Plant Building
ES0001430 Excavation for Main Electrical and Central Chiller Plant Building 20 11-Jan-21 30-Jan-21 0 18-Jan-21 A 06-Feb-21 A 100% -7

ES0001440 Construction of Main Electrical and Central Chiller Plant Building 227 01-Feb-21 15-Sep-21 0 01-Feb-21 A 20-Oct-21 A 100% -35

ES0001450 Architectural Finishes for Main Electrical and Central Chiller Plant Building 99 20-Jul-21 26-Oct-21 0 06-Nov-21 A 25-Jun-22 A 100% -242

ES0002260 M&E Installation  for Main Electrical and Central Chiller Plant Building 152 25-Jan-22 25-Jun-22 0 27-Jul-22 A 14-Apr-23 A 100% -293

Guard HousGuard HouseGuard HouseGuard HouseGuard HouseGuard HouseGuard HouseGuard HouseGuard HouseGuard HouseGuard House
ES0001490 Excavation for Guard House at Main Gate 7 15-Sep-21 21-Sep-21 0 16-May-23 A 17-May-23 A 100% -603

ES0001500 Construction of Guard House at Main Gate 149 23-Sep-21 18-Feb-22 0 18-May-23 A 26-Aug-23 A 100% -554

ES0001510 Architectural Finishes for Guard House at Main Gate 76 19-Feb-22 05-May-22 0 18-Aug-23 A 15-Sep-23 A 100% -498

ES0001520 Excavation for Guard House near Pier 8 21-May-21 28-May-21 0 07-Jun-23 A 09-Jun-23 A 100% -742
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Duration
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Actual %
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Finish Date
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ES0001530 Construction of Guard House near Pier 147 29-May-21 22-Oct-21 0 10-Jun-23 A 10-Oct-23 A 100% -718

ES0001540 Architectural Finishes for Guard House near Pier 74 23-Oct-21 04-Jan-22 0 05-Oct-23 A 23-Mar-24 A 100% -809

CO2 Tanks CO2 Tanks AreasCO2 Tanks AreasCO2 Tanks AreasCO2 Tanks AreasCO2 Tanks AreasCO2 Tanks AreasCO2 Tanks AreasCO2 Tanks AreasCO2 Tanks AreasCO2 Tanks Areas
ES0001370 Filling to Formation for CO2 Tanks Area 29 22-Jun-21 20-Jul-21 0 14-Dec-21 A 17-Dec-21 A 100% -150

ES0001380 Construction of CO2 Tanks Area 116 21-Jul-21 13-Nov-21 0 21-Dec-21 A 10-Mar-22 A 100% -117

ES0002170 M&E Installation of CO2 Tanks Area 84 27-Jan-22 20-Apr-22 0 11-Mar-22 A 03-Oct-23 A 100% -531

Diesel EmeDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency GeneratorDiesel Emergency Generator
ES0002250 M&E Diesel Emergency Generator 57 25-Feb-22 22-Apr-22 0 18-Jan-23 A 28-Jul-23 A 100% -462

Switch RooSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer InstallationSwitch Room and Transformer Installation
ES0002300 M&E Installation of HV/LV Switchroom and Transformer (Admin) 242 16-Nov-21 15-Jul-22 0 27-Jul-22 A 20-Apr-23 A 100% -279

MiscellaneoMiscellaneousMiscellaneousMiscellaneousMiscellaneousMiscellaneousMiscellaneousMiscellaneousMiscellaneousMiscellaneousMiscellaneous
ES0001630 Remaining Architectural Finishes for All Buildings 322 11-Jan-22 28-Nov-22 0 09-Dec-22 A 29-Jun-24 A 100% -579

ES0001640 External Process and Non Process Pipe 655 18-Dec-20 03-Oct-22 0 27-May-21 A 23-Nov-23 A 100% -416

ES0001650 Drainage and Cable Duct 518 04-Jun-21 03-Nov-22 0 25-Apr-22 A 18-Jul-23 A 100% -257

ES0001660 Slope Mitigation Works 684 23-Nov-20 07-Oct-22 76 28-Sep-21 A 15-Oct-24 50% -739 -258

ES0001670 Landscaping Works 469 28-Oct-21 08-Feb-23 0 01-Mar-23 A 18-May-24 A 100% -465

ES0002290 M&E PV Panels 215 23-Nov-21 25-Jun-22 0 05-Jan-23 A 29-Jul-24 A 100% -764

ES0002310 M&E Chiller & Irrigation System Installation 298 27-Oct-21 20-Aug-22 0 25-Aug-23 A 30-May-24 A 100% -648

ES0002350 M&E Installation of Surge Vessel 70 24-Feb-22 04-May-22 0 15-Sep-23 A 30-Oct-23 A 100% -544

ES0002390 M&E Installation of Thickened Sludge Holding Tank 42 09-Dec-21 19-Jan-22 0 27-Mar-23 A 31-Jan-24 A 100% -742

Statutory SuStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & InspectionStatutory Submission & Inspection
ES0002330 Statutory Submission & Inspection 1148 11-Jan-20 03-Mar-23 2 03-Dec-19 A 02-Aug-24 100% -518 -184

Testing andTesting and CommissioningTesting and CommissioningTesting and CommissioningTesting and CommissioningTesting and CommissioningTesting and CommissioningTesting and CommissioningTesting and CommissioningTesting and CommissioningTesting and Commissioning
ES0002400 M&E Precomissioning 229 12-Jun-22 26-Jan-23 0 22-Apr-23 A 29-Mar-24 A 100% -428

ES0002410 M&E Commissioning 213 04-Jul-22 01-Feb-23 0 02-Jun-23 A 30-Jul-24 A 100% -544

ES0002420 M&E Performance Test 40 02-Feb-23 13-Mar-23 0 28-Nov-23 A 26-Apr-24 A 100% -409

ProcuremenProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment ScheduleProcurement of Major Plant & Equipment Schedule
Pipes, FittinPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and ValvesPipes, Fittings and Valves
Pressure ReliePressure Relief ValvesPressure Relief ValvesPressure Relief ValvesPressure Relief ValvesPressure Relief ValvesPressure Relief ValvesPressure Relief ValvesPressure Relief ValvesPressure Relief ValvesPressure Relief Valves
P-PV-A51IK-01NR Receipt - Pressure relief valves 0 08-Sep-21 0 02-Oct-20 A 100% 341

P-PV-A51IK-02Receipt of offers - Pressure relief valves 30 09-Sep-21 08-Oct-21 0 03-Oct-20 A 27-Oct-20 A 100% 346

P-PV-A51IK-03Technical Validation - Pressure relief valves 30 09-Oct-21 07-Nov-21 0 28-Oct-20 A 05-Mar-21 A 100% 248

P-PV-A51IK-05Negotiation and Award / Client Approval - Pressure relief valves 60 08-Nov-21 06-Jan-22 0 06-Mar-21 A 19-Nov-21 A 100% 49

P-PV-A51IK-06Manufacture and FAT - Pressure relief valves 187 07-Jan-22 12-Jul-22 0 20-Nov-21 A 22-Jul-22 A 100% -9

P-PV-A51IK-07Transport & Customs - Pressure relief valves 50 13-Jul-22 31-Aug-22 0 23-Jul-22 A 31-Jul-22 A 100% 32

P-PV-A51IK-081st delivery date to site - Pressure relief valves 0 31-Aug-22 0 31-Jul-22 A 100% 32

InstrumentaInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & AutomationInstrumentation, Control & Automation
Bypass Level InBypass Level IndicatorsBypass Level IndicatorsBypass Level IndicatorsBypass Level IndicatorsBypass Level IndicatorsBypass Level IndicatorsBypass Level IndicatorsBypass Level IndicatorsBypass Level IndicatorsBypass Level Indicators
P-IC-A08FK2-0NR Receipt - Bypass Level Indicators 0 12-Apr-21 0 16-Sep-20 A 100% 208

P-IC-A08FK2-0Receipt of offers - Bypass Level Indicators 30 13-Apr-21 12-May-21 0 17-Sep-20 A 20-Oct-20 A 100% 205

P-IC-A08FK2-0Technical Validation - Bypass Level Indicators 30 13-May-21 11-Jun-21 0 21-Oct-20 A 25-Nov-20 A 100% 199

P-IC-A08FK2-0Negotiation and Award / Client Approval - Bypass Level Indicators 60 12-Jun-21 10-Aug-21 0 26-Nov-20 A 30-Jun-21 A 100% 42

P-IC-A08FK2-0Manufacture and FAT - Bypass Level Indicators 90 11-Aug-21 08-Nov-21 0 01-Jul-21 A 22-Jul-22 A 100% -255

P-IC-A08FK2-0Transport & Customs - Bypass Level Indicators 50 09-Nov-21 28-Dec-21 0 18-Sep-22 A 26-Oct-22 A 100% -301
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P-IC-A08FK2-01st delivery date to site - Bypass Level Indicators 0 28-Dec-21 0 26-Oct-22 A 100% -301

Level TransmittLevel TransmittersLevel TransmittersLevel TransmittersLevel TransmittersLevel TransmittersLevel TransmittersLevel TransmittersLevel TransmittersLevel TransmittersLevel Transmitters
P-IC-A08FK1-0NR Receipt - Level Transmitters 0 12-Apr-21 0 16-Sep-20 A 100% 208

P-IC-A08FK1-0Receipt of offers - Level Transmitters 30 13-Apr-21 12-May-21 0 17-Sep-20 A 20-Oct-20 A 100% 204

P-IC-A08FK1-0Technical Validation - Level Transmitters 30 13-May-21 11-Jun-21 0 21-Oct-20 A 26-Nov-20 A 100% 198

P-IC-A08FK1-0Negotiation and Award / Client Approval - Level Transmitters 60 12-Jun-21 10-Aug-21 0 26-Nov-20 A 02-Dec-21 A 100% -113

P-IC-A08FK1-0Manufacture and FAT - Level Transmitters 90 11-Aug-21 08-Nov-21 0 03-Dec-21 A 31-Mar-22 A 100% -142

P-IC-A08FK1-0Transport & Customs - Level Transmitters 50 09-Nov-21 28-Dec-21 0 02-Apr-22 A 01-Jun-22 A 100% -154

P-IC-A08FK1-01st delivery date to site - Level Transmitters 0 28-Dec-21 0 01-Jun-22 A 100% -154

ConstructioConstructionConstructionConstructionConstructionConstructionConstructionConstructionConstructionConstructionConstruction
Civil & StruCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure ConstructionCivil & Structure Construction
ActiDAFF StrucActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)ActiDAFF Structure (DAF)
CC0200906k DAF: Remedial Work at Cell No. 1 and 3 after Water Test 0 0 30-Nov-21 A 27-Jun-22 A 100%

Yard Piping - PrYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non ProcessYard Piping - Process & Non Process
Yard Piping - CYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft ZoneYard Piping - Combined Shaft Zone
CC2401356kGRP Combined Shaft S - DN500 Tee at +3.214mPD 0 0 01-Apr-23 A 06-Apr-23 A 100%

Yard Piping - AYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF ZoneYard Piping - ActiDAFF Zone
CC2401311k GRP West ActiDAFF: (Covid-19) Limited Resources Effect to GRP Works 0 0 08-Feb-22 A 19-Apr-22 A 100%

CC2401349kGRP South ActiDAFF: DN400 at 5.490mPD at C10/CD~CF 0 0 14-May-22 A 18-Jun-22 A 100%
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Appendix B 
 
Overview of Desalination Plant in Tseung 
Kwan O  
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Appendix C 
 
Summary of Implementation Status of 
Environmental Mitigation  
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Monitoring Location: CE 
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Contract No. 13/WSD/17  
Design, Build and Operate First Stage of 
Tseung Kwan O Desalination Plant

Remark: The lowest detection limit of the Iron is 0.1mg/L. All result of iron monitoring are lower than the detection limit.

Remark: The lowest detection limit of the Total Residual Chlorine is 0.01mg/L. All result of Total Residual Chlorine monitoring are lower than the detection limit.

Monitoring Location: CE 
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Monitoring Location: CF
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Contract No. 13/WSD/17  
Design, Build and Operate First Stage of 
Tseung Kwan O Desalination Plant

Remark: The lowest detection limit of the Iron is 0.1mg/L. All result of iron monitoring are lower than the detection limit.

Remark: The lowest detection limit of the Total Residual Chlorine is 0.01mg/L. All result of Total Residual Chlorine monitoring are lower than the detection limit.

Monitoring Location: CF 
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Monitoring Location: WSR1
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